Abstract: Recently, after high feed-in tariffs in Italy, retroactive cuts in the energy payments have generated economic concern about several grid-connected photovoltaic (PV) systems with poor performance. In this paper the proposed procedure suggests some rules for determining the sources of losses and thus minimizing poor performance in the energy production. The on-site field inspection, the identification of the irradiance sensors, as close as possible the PV system, and the assessment of energy production are three preliminary steps which do not require experimental tests. The fourth step is to test the arrays of PV modules on-site. The fifth step is to test only the PV strings or single modules belonging to arrays with poor performance (e.g., I-V mismatch). The sixth step is to use the thermo-graphic camera and the electroluminescence at the PV-module level. The seventh step is to monitor the DC racks of each inverter or the individual inverter, if equipped with only one Maximum Power Point Tracker (MPPT). Experimental results on real PV systems show the effectiveness of this procedure.
Introduction
Today, after years of generous feed-in tariff with the consequent deployment of grid-connected photovoltaic (PV) systems, a new phase occurs in Italy, where a retroactive cut is in force for the amount paid on energy production [1] . PV systems, characterized by sufficient energy production in the previous framework, are no more adequate to produce profits for the investors within the new regulations. Hence, it is important to evaluate the losses in the energy production according to the different causes. The Building Integrated PhotoVoltaic (BIPV) systems are affected by a number of worsening phenomena [2] such as: shading effects generated by near obstacles; thermal gradients from lower parts to upper parts of the roofs; impact of dirt for pollution; nonoptimal exposition to the Sun. But the most of photovoltaic capacity is composed of large PV systems mounted at ground level. These plants are characterized by: partial shading on the PV modules, if the mutual distances among the mounting structures were reduced to increase the land utilization; placement of PV modules too close to the ground with the inherent effect of dampness and dirt accumulation on the frame. As previously written, in Italy a simultaneous condition of high feed-in tariff and low price of PV modules triggered the installation of 11 GWp in 2011.
The supply of the components, PV modules and Power Conditioning Units (PCUs), was difficult with many delays. The need for speedy design and installation sometimes caused drawbacks summarized in the following bullet points:
 The mismatch between an optimal design and the installation has provoked the possibility of:
1. Current-voltage (I-V) mismatch in the case of slightly different peak power in series connected modules of the strings connected in parallel inside a PV array.
2. Partial shading on the PV modules.
3. A non-optimal match between the peak power of the PV array and the rated power of the power conditioning unit (many times named -inverter‖).
Cracks in silicon solar cells due to improper handling during transportation and installation.
 The use of components, such as PV modules and PCUs, which are not of the best manufacturing quality and may exhibit underperformance (i.e., mismatch in the electrical parameters of the PV modules) during the outdoor operation, but are readily available on the market at the moment of the installation.
Most of the underperformance observed in the field is due to PV modules rather than to the other components. Multiple types of degradation [3] , such as shunt defects and micro-cracks in solar cells, Potential Induced Degradation (PID), visible snail tracks were noticed in the tested PV modules.
Therefore, the check of energy production is of paramount importance to guarantee investors their monetary return. Indeed, the maintenance costs, related to the monitoring of degradation mechanisms and the replacement of failed PV modules, are not taken into account in the business plans. The Standard [4] is a reference in this topic: it describes -the minimum commissioning tests, inspection criteria and documentation expected to verify the safe installation and correct operation of the system‖. However, the goal of current paper is to define a reasonable procedure, in terms of minimum type and number of tests and thus minimum duration (a few days), in order to identify the sources of poor performance and to solve or mitigate their negative effects. Such a procedure is based on experimental tests, partly on the PV-system site and partly in laboratory, and the suitable data processing, both before the experiments and after them.
Power and Energy Procedure
In this section the peculiarities of the proposed procedure are presented with respect to the Standard [4] . Differently from the above mentioned Standard, the new procedure does not include safety tests as the continuity of protective grounding conductors and the PV-array insulation resistance tests. The main reason is that these tests negligibly affect the energy production and PCUs are normally equipped with detectors of insulation resistance. In addition, the new procedure permits an easy identification of the underperformance, thanks to the comparison of the monitored energy production with the expected productivity based on a suitable model. Then, as a first experimental test, it is recommended to distinguish very quickly portions (arrays) of the PV field, in which no further experimental tests are required (acceptable performance) or, on the contrary, deep analysis is required at string and PV module levels. This ability, which minimizes the lost production during the disconnection of PV modules to carry out their tests (<1 s per each test), is given by the I-V curve measurement at level of PV array without the typical size limits of the commercial instrumentations, i.e., 100 kWp as written in [5] , [6] . Moreover, the uncertainty of the measurements is guaranteed by repetitive calibrations of the Automatic Data Acquisition System (ADAS) used in the on-site testing. Even if this reference Standard includes the InfraRed (IR) camera inspection to check thermal problems, the new procedure involves the electroluminescence test which is of primary importance to understand the causes of defects in the solar cells of PV modules. A detailed description of this procedure, with top-down approach, is outlined as follows:
A. On-site field inspection regarding the weak points described in the bullet points of Introduction, in comparison with an optimal design. E.g., a check of electrical parameters for DC/AC cables and grid transformer, a study of shading pattern, if present, are performed. The beginning and the end of the shadows projected on the PV strings are calculated. If one PV module inside a string is shaded, the current is generated, with a pessimistic assumption, only by the diffuse component of irradiance. This step includes also the confirmation of the electrical parameters of the utility grid at the interface protections from historical data to assess the availability of the grid voltage.
B. Identification of the irradiance sensors for the PV system under test; obviously, the irradiance and temperature sensors must be calibrated with respect to the national standards. Many times the PV plants are equipped with irradiance sensors, made of the same material of the PV modules. The advantages of the solar cell sensors are their cheap price, long term calibrations and a fast response versus rapid changes in irradiance. Nevertheless, their main drawback is a so low accuracy that the assessment of the PV plant efficiency is often unreliable. Thus, the best solution is represented by pyranometers, calibrated year by year, which measure the global irradiation on the plane of array. However, in the BIPV systems, where the tilt and azimuth angles are multiple, this solution implies unacceptable costs (ten times the cost of a reference solar cell per each pyranometer). As a consequence, the viable solution is represented by the horizontal irradiation data with typical uncertainty ±2% from meteorological stations in the PV site or in the surrounding neighbourhood.
C. Assessment of the energy production to compare the experimental data from the on-site PV monitoring system with the reference production obtained by a suitable model. The calculation of their deviations is needed for the next analysis devoted to the quantification of the sources of losses. The reference production is computed by the Italian standard [7] with a summation formula, in which the number of PV arrays N a is the upper bound:
 E AC_p is the predicted daily energy in kWh;  P p,k is the k-th peak power of PV array (kWp);  Y r,k is the k-th reference yield [8] on the plane of array (thanks to calibrated pyranometers);   therm,k takes into account the temperature losses and it is equal to (1+ ·T), where  is the thermal coefficient of the PV module maximum power and T is the temperature deviation of the solar cells from the standard value (25 °C);   array,k represents the non-thermal losses of the PV array, such as DC cables, manufacturing tolerance and I-V mismatch, dirt, glass reflection, etc. It is fixed at 92% by the previous standard [8] for PV modules of recent production with a tolerance = ±3% or less;   shade,k determines the shading effect on the PV array, simply computed as ratio of the actual energy output to the available energy without shade projected by near obstacles, during reference days in the four seasons;   PCU,k is a weighted efficiency of PCU in function of the power output [9] , [10] .
This energy prediction is compared with the monitored value E AC_m (affected by uncertainty, typically of ±1%) by the relative deviation  p-m according to (2) . it is very hard to achieve a tolerance of maximum power lower than ±3% and the deviations in current and voltage at MPP are still greater with a consequent higher potential of mismatch.
Thus, this performance reduction, due to I-V mismatch in N m modules of an array, can be expressed as relative power losses ) (array mis  (positive sign) [11] :
P M,k is the maximum power of the k-th module before the connection with the other modules (stand-alone operation) and P M,array is the actual maximum power at STC on the resulting I-V characteristic after array connection.
F. Advanced Diagnostic Techniques for deeper analysis at the PV-module level by using: 1) thermo-graphic camera during the normal operation, in order to detect hot-spot positions and extents, and 2) electroluminescence test. This was carried out in laboratory after disconnection of the module from the electric circuit, in order to determine the type of defects and infer on its origin (e.g., cells with finger interruptions). These techniques are very useful to assess the origin of power losses and electric degradation at the module level. IR thermography is suitable to visualize hot spots and ascertain various types of failures or general malfunctioning of modules. The causes may be: short circuits; massive shunts caused by potential induced degradation (PID) and/or polarization; shading effects; defective cells; delaminated, broken or cracked cells. For the last category of defects, a finer inspection of crack patterns and the understanding of their source can be achieved via the electroluminescence (EL) technique. It is a non-destructive method based on the evaluation of the level of luminescence emitted by silicon, if subjected to a forward bias voltage. Electrically insulated zones or cracks can be identified by their low EL intensity, thus resulting in less bright images. In the present study, PV modules were taken from the field and tested in the laboratory of the Dept. of Structural, Geotechnical and Building Engineering of Politecnico di Torino. They were supplied by a DC bias from the power supply Genesys. EL emission was detected by the digital 12-bit CCD camera pco.1300 solar, with a resolution of 1392×1040 pixels and equipped with the Schneider Kreuznach lens with SWIR coating of 800-1800 nm. To reach a meaningful level of detection, it is essential to maintain a high ratio -signal to noise‖, cutting off all possible sources of light. Thus, tests were performed inside a darkroom to avoid any kind of reflection.
By using nearly the maximum aperture of the camera, the focus was adjusted depending on the distance from the module and an exposure time of 5 s was used. A post-processing of the acquired EL images was made by using the CamWare software.
G. Measurements of the Main PCU Operating Parameters. In particular, they are the MPPT and DC-AC efficiencies, to calculate the global PCU efficiency, and some power quality indicators about harmonic content and power factor, thanks to daily tests carried out during the field inspection.
Application of the Procedure to Real Case Studies

A. On-site Field Inspection
The power and energy procedure has been applied to two multi-megawatt PV plants. The first PV system with 3.3 MWp is ground-mounted (GMPV) for power injection into a rural grid, located in southern Italy. The second PV system, with a peak power of 2.5 MWp, is building integrated (BIPV) on the roofs of a factory belonging to the food/pharmaceutical sector in northern Italy.
The GMPV system includes both PV modules in poly-crystalline silicon (p-Si), accounting for 3
MWp, and the remainder (0.3 MWp) in mono-crystalline silicon (m-Si). During the inspection of the BIPV plant, it was observed that a remarkable obstacle (Fig. 2 inside the red circle) can put into shade a part of the PV modules. The 3D model of the obstacle (a tower in the factory) in SketchUp with the near roofs, subject to lateral shades of tower, was created to estimate the resulting power losses on the PV modules. In details, the tower is 25-m higher than the roofs, where these PV modules are placed. The tilt of the roof is 6°, whereas the azimuths are -17° (southeastern) and +163° (northwestern). The decrease of productivity is different for each individual string and depends on the position in which it is installed. To carry out daily simulations representative of the yearly behavior, spring, summer and autumn days are chosen: the winter impact is negligible. The Sun-beam evolution is analyzed with respect to the projected shades on the PV modules: 109 strings in different colors in Fig. 3 at right and left sides of the tower. The irradiance profiles, only for 10 strings with SE (left side) and NW (right side) orientations, are shown in Fig. 4 , in which the steep increments and decrements represent the end of shadows in the morning and their beginning in the afternoon on the involved strings. PVGIS [12] provides data on global irradiance and diffuse contribution in monthly mean conditions. The diffuse irradiance is considered, if the shadow of the tower covers at least one of the string modules, neglecting the action of the bypass diodes inside the modules with a pessimistic estimation. As main findings of the simulation on a 272-kWp portion of BIPV system, the energy losses are 6% in spring, 9% in summer and 3% in autumn (negligible in winter) with respect to the calculation without the shade effect. However, these losses have an impact <1% on yearly basis (0.7%, 1.1% and 0.3% in the three seasons, respectively), taking into account the relative weight (12% of 2.3 MWp) of the PV system portion in the energy production. In addition, other obstacles, as e.g. balustrades and chimneys, provide losses concentrated in winter (it accounts for 9% of the yearly production) with noticeable deviations with respect to energy calculated without shades. Even if the shades have an impact month by month, the energy reduction per year can be estimated within 1-2%.
The confirmation of grid parameters is very important, if the utility grid is weak. The voltage is high, when the load consumption is poor and the PV system injects power into the grid. The availability of the grid, vs. the yearly 8760 h, may be <95%. In the PV systems under study the availability is >99% and thus no concern arises.
B. Identification of the Irradiance Sensors
A multi-year analysis of monthly irradiations puts into evidence the role of an accurate and local measurement by pyranometers in the framework of the current climate changes. Actually, mutual distances between meteorological station and PV plant higher than 5-10 km and/or the lack of the radiation data for the year under study can cause noticeable errors in the calculation of the performance ratio [13] .
In this case, for the BIPV system, the closest weather station of the local Agency for Environmental Protection (ARPA) was selected for the horizontal daily irradiation. The related measurements were transferred on the tilted planes of the manifold roofs in the factory. The procedure for the data correction can be carried out by multiple methods, as e.g. the ones proposed in an Italian standard [14] , here used, or in [15] . For the GMPV system, the local irradiance sensors was calibrated by the authors' pyranometer [6] .
C. Assessment of Energy Production
The explained productivity concept was applied to the PV plants under study: the energy production from spring 2011 to autumn 2013 (on hourly basis) was analyzed for the BIPV system. Tables I and II summarize the mean results, also in terms of conventional performance ratio and final yield, during 2.5 years. The relative deviations are strongly negative: in average, -20% with estimated uncertainty of ±2% and peak values in winter (mainly snow and shading effect due to nearby obstacles). Likewise, the energy production of GMPV system was studied for more than two years: an enough negative deviation occurs (-10% with uncertainty ±1%).
D. Measurements of I-V Curves on PV Arrays
In the presence of noticeable deviation from simulated productivity, the procedure requires to test each array of PV system. The automatic data acquisition system, described in [6] , is periodically calibrated and is made of: The I-V curves of a PV array was measured with a capacitive load, detecting simultaneously voltage, current, irradiance and temperature [16] , [17] . The next data-processing to achieve the Standard Test Conditions (STC, G=1 kW/m 2 , T c =25 °C) parameters is performed by a conventional correction method [18] . The measurement uncertainties are summarized below.
 for the irradiance G the absolute uncertainty is ±20 W/m 2 , for the ambient temperature T a the absolute uncertainty is ± 0.2 °C, for the cell temperature T C the absolute uncertainty is ± 2 °C (indirect measurement according to [6] , [19] whit open circuit voltage and its thermal coefficient);
 for the short circuit current I sc and the open-circuit voltage V oc of the PV generator, the corresponding relative uncertainties are ± 1% and ± 0.1%;
 for the fill factor FF, defined as the ratio of the maximum power P mpp to the product V oc •I sc , the uncertainty is ± 2%);
 for the maximum power at standard test conditions P mpp = V mpp •I mpp (STC), the measurement uncertainty is ± 3.5%).
Dust and soiling on PV modules are common factors that contribute to energy losses. In the BIPV case-study, during the factory processing, there is air release of substances creating a sticky layer on the PV modules. Then, organic waste remains long time near the buildings attracting birds with their dropping. To assess the impact of resulting dirt, a mechanical cleaning on two BIPV arrays (225 and 222.5 kWp) was carried out and proper tests were performed before and after the cleaning. Before the cleaning, the power loss was 25% (on one array in Table III and Fig. 5) ; after the cleaning, the loss was 21%, with a power recovery of 4%. This loss takes into account the power reduction due to the accumulation of dirt, but not the presence of bird dropping which is continuous but non-homogeneous (included into  array ). Further tests were performed on 12
arrays to estimate, in average, the other losses: the negative deviations of the measured P mpp , vs.
the nameplate data, were >20% in average. It is interesting the inverse relationship of fill factor with power deviations vs. datasheet: low values of FF (63-67%) correspond to high deviations vs. datasheet [6] .
Other tests were performed on 7 arrays of GMPV system with peak power from 48.4 to 55.7
kWp. The FF was within 58-65%, but it is corresponding to ambient temperatures higher than in the BIPV system. Negative power deviations vs. the nameplate data were in the range from 8-21%, as e.g. shown in Table IV .
According to [7] , an 8%-non-thermal losses ( array =92%), although not advisable, is acceptable.
In details, the measurements of I-V curve at PV-array level include: the Joule losses inside wires and protections; the losses due to the reflection of PV module glasses; the losses consequent to the reduced optical transmittance for dirt. Hence, additional power losses for the BIPV system are 12%, whereas for the GMPV system additional losses are 10%.
E. I-V Curves Measurements on PV Strings and Modules
How much is the impact of the mismatch losses? A general answer is hard, it is needed to deepen the analysis case by case. The BIPV system, for the reduced supply of components at the moment of installation, was assembled with PV modules strongly affected by I-V mismatch. As already said, additional losses were -11% for 14 arrays. Are they caused by the I-V mismatch?
Hence, it is advisable to proceed from top to down toward the module level, passing through the string level.
Considering one of the greatest PV arrays with 225 kWp, ).
A theoretical model with a 4-parameter equivalent circuit of solar cell [11] , was used to quantify the impact of I-V mismatch with 90 strings. In this simplified frame, in which a string is made of identical cells, the parameters were: the photovoltaic current I ph ; the diode quality factor m; the dark saturation current I 0 ; the shunt resistance R sh . The series resistance R s is missing (without loss of generality) to make the I-V curve explicit, according to: 
The deviations of the four parameters in (5) . The current at P M of the resulting string is lower than the short circuit current of the weakest modules and thus their bypass diodes are not activated (Fig. 8) .
Then, the I-V mismatch increases when the strings are connected in parallel, because the strings operate at a global voltage (of the array) different from their voltage at P M (Fig. 7) . These additional losses, caused by interaction of series and parallel connections, and the deviations vs.
datasheet (i.e., a power derating) provide 3.5-4% losses. All these mismatch losses contribute a total of 10-11% losses for the BIPV system.
F. Advanced Diagnostic Techniques
The EL technique was applied to the set of 10 m-Si modules (Table V) , installed 3.5 years before in the BIPV system. Eighty-four solar cells, 9% of the total number of inspected cells, were defective. A classification of the various crack patterns depending on the reason causing damage can be made according to the prescriptions in [20] . Defective cells, originated from the module production stage, were 9 (11% of the total defective cells in Table VI ) and occurred during the firing process of solar cells. This leaded either to temperature inhomogeneities, giving rise to a gradient of the contact resistance of the cell-finger metallization from the cell center to its border (Fig. 9a) , or typical chain patterns (Fig. 9b) .
In few cases, defective solar cells with interrupted fingers were observed (Fig. 10) , although the impact of this type of defect is usually marginal and it does not substantially degrade with time, so that they are not considered in the present statistics.
Defective cells, generated during the assembling of the module components, were 9 (11% of the total defective cells) and mainly regard cracks parallel to busbars caused by soldering of the busbars to the silicon cells (Fig. 11a) or by a lack of connection between one or even two busbars to the cells (Fig. 11b) .
Cracked cells, due to transportation and installation, were very frequent (59 cells, corresponding to 70% of the total defective cells). Some of them (35 cells, 42%) already presented electrically inactive areas (Fig. 12a) , whereas the remainder (24 cells, 28%) presented cracks still partially conducting (Fig. 12b) . Such cracks are very harmful, since their electric resistance may increase under the action of mechanical loading and degrade with time due to thermoelastic effects [21] [22] [23] .
Finally, 7 cracked cells, 8% of the total defective cells, due to impacts (hail or accidental impacts after installation) were noticed for the pattern of branching cracks (Fig. 13 ).
Cracks monitored using the EL test are also observable by naked eyes under the appearance of snail tracks in the encapsulant, as shown in Fig. 14.
Since the tested modules exhibited a simultaneous combination of the above types of cracks, it is very difficult to quantify the impact of each typology on the global power losses. Nevertheless, a fair good correlation between the shape of the probability density function (pdf) of the EL intensity of the PV modules and the measured electrical power losses was noticed. In general, the pdf of a module with higher power losses shifts to the left towards lower EL intensities (darker image), as shown in Fig. 15 vs. Table V . It is worth noting that the peaks corresponding to EL intensity  75 are not an indicator of cracking, since their amplitude is mainly caused by the black pixels (at the four corners of the EL images) around the pseudo-square m-Si cells.
Regarding the same BIPV system, the high occurrence of cracks was noticed not only in m-Si modules, but also in p-Si modules (Fig. 16 ).
EL analysis of a set of m-Si/p-Si modules, belonging to the GMPV system, demonstrated significant defects, mostly due to high PID sensitivity and cracking, as discussed in the technical report [24] . PID of ground mounted modules, the closest to the soil, appears frequently and implies defective cells along the frame (Fig. 17) . A careful examination of the data reported in [6] permit clarifying the correlation between power loss and cracking in modules affected by the simultaneous presence of PID and cracks. In general, the two phenomena have a similar impact regarding the power losses and therefore a clear trend between number of observed cells and the power losses cannot be deduced.
G. Measurements of the Main PCU Operating Parameters
Concerning the performance of PCUs [25] , a multi-hour monitoring of two MPPT and DC-AC converters was carried out. The 2-wattmeter method with voltmeter, ammeter and wattmeter channels is employed [26] , for studying the behavior of a three-phase PCU. One of the MPPT racks (S rated =55 kVA) with the DC-AC converter, in the GMPV system and one (S rated =125 kVA) among the greatest PCUs in the BIPV system provided the following results:
 The MPPT efficiency of the GMPV rack is >98% and DC-AC efficiency is >96% from 10% to 80% of power rating with typical values of 99% and 97%, respectively (Fig. 18) . Despite a higher power rating, the MPPT efficiency of the BIPV inverter is 98% and the DC-AC efficiency is always <92%, but the manufacturer datasheets declare 96% as average efficiency.
 Regarding the DC-AC behavior, the losses can be divided mainly into three contributions: the no-load loss (1 st ); the linear (2 nd ) and the square loss (3 rd ) coefficients in percent of the power rating [27] . According to this classification, the GMPV rack is characterized by no-load loss of 0.4%, linear coefficient of 0.7% and square coefficient of 3%, whereas the BIPV inverter exhibits values of 0.9%, 6% (the highest contribution) and 0% for the same parameters.
 The power quality towards the grid [28] [29] [30] is acceptable, for all the PCUs, because the power factor PF 1 and the total harmonic distortion THD of current/voltage is <5% close to full load (Fig. 19) . The RMS voltage of the grid is not perturbed when the PV input power is close to full load. Actually, the distribution transformers of the two PV systems are sufficiently oversized to minimize the impact of their short circuit impedance.
Conclusions
A comprehensive power and energy procedure permits to quantify the sources of losses in the two most important grid-connected applications, i.e., the ground-mounted and the building-integrated PV systems. Here, two case studies are analyzed, in which the performance in energy production is particularly poor to highlight the procedure effectiveness. The main source of additional losses, vs. the reference production, is the I-V mismatch accounting for, at least, 6.5% in the BIPV system. It includes the contributions of parallel and series connections, calculated separately through theoretical models. The interaction of series and parallel mismatch provides a further amount of losses which, together with the checked power derating of PV modules, justifies 3.5-4.5% losses. The mean losses for dirt and shade provide 4-6%, while the remaining losses (4%) are due to the PCUs with low frequency transformer. Thanks to electroluminescence, it was highlighted that, in the BIPV system, the I-V mismatch was a consequence of poor quality inspection in the PV-module manufacturing, in terms of both mechanical defects and lack of sorting. The breakage of solar cells was demonstrated, due to installation and maintenance phases. In the GMPV system, the potential induced degradation with the consequent I-V mismatch and power derating was observed (10% of additional losses), because of some PV modules were placed very close to the ground with noticeable humidity.
As a further finding, the dirt has a sensible impact in the case of PV system located in a food/pharmaceutical factory. Then, the power losses in MPPT and DC-AC conversions were Defects originated during module assembling 11%
Cracks due to transport or installation (already contributing to power losses)
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